
ERDF.PA.5.0103/35: Call for Quotations (CfQ) Supply and installation of electrical and 
Lighting material for the roof and façade of Gudja parish church 
 
 

Clarifications 

Clarification No. 1 – 13 November 2023 

Q1. Can you confirm the colour temperature as normally for architectural lighting the 
temperature is 3000k?  
A1. The colour temperature is as stipulated in the quotation document 
 
Q2. Can you also give optics of the floods?  
A2. A specified in the document  
 
Q3. Can you please confirm the wattages required being 30W, 50W and 10W?  
A3. Yes, those wattages are required as specified.  
 


